NOTES:

1.

10.

1.

DETAIL "Cc-C”

TOP OF COVER—

BOTTOM OF COVER

) 2’—1.1/4" ,
» 1'-11 3/4"
3/4 [
/ 1'-11.1/2”
11, 3/8"
| { — { |
SR SN SN
-f_ 3” | :F
2-1/, 1 /2" —3/4" T
p 3—3/4 ;
1'-10 7/8"
ALL CASTINGS TO BE FREE FROM SAND HOLES; , .
NO PLUGGING WILL BE ALLOWED. 4'—3/8| 2 -1
CAST WITH THE USE OF ALUMINUM PATTERNS. 2'=9 1/4”
CASTING TO BE PAINTED WHILE HOT WITH '
COAL TAR.

SLIGHT DRAFT ALLOWED ON STRAIGHT FACES.

COVERS SHALL HAVE TWO — 1" DIAMETER HOLES.

WATERTIGHT COVERS SHALL BE SOLID WITH RUBBER
GASKET SEAL AND LIFTING BARS.

STANDARD LETTERS UNLESS OTHERWISE SPECIFIED.
APPROXIMATE WEIGHT

OF FRAME - 190 LBS.

APPROXIMATE WEIGHT

OF COVER - 120 LBS.

APPROXIMATE WEIGHT

OF TOTAL - 310 LLBS.

COVERS SHALL BE USF669 RING AND KL COVER OR EQUAL.
WATERTIGHT COVERS SHALL BE USF710 RING AND DPSSG
COVER OR EQUAL.

WHEN THE MANHOLE IS EXPOSED TO ROAD TRAFFIC,

THE TOP OF THE FRAME IS TO BE FLUSH WITH

THE GROUND. AT THE OTHER LOCATIONS IT SHALL BE 9”
ABOVE THE GROUND.

RIMS AND COVERS TO BE GRAY CAST IRON COMPLYING TO
ASTM A48, CLASS 30 IRON.

MANHOLES COVERS SHALL BE HEAVY DUTY AND RATED FOR
H—20 TRAFFIC LOADS.

DATE: JANUARY 2008

DrA Y. WKD STANDARD DETAIL CITY OF LANCASTER
SCALE: NONE LANCASTER COUNTY, S.C.
CAST IRON FRAME AND COVER
FOR SANITARY SEWER MANHOLE FILE SS—1
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CITY OF LANCASTER
LANCASTER COUNTY, S.C.

SS-2

FILE
NO.

STANDARD DETAIL

PRE CAST CONCRETE MANHOLE

DATE: JANUARY 2008

DRAWN BY: WKD
SCALE: NONE
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CITY OF LANCASTER
LANCASTER COUNTY, S.C.

SS-3

FILE
NO.

s11708 8,7/¢ dN04 HLIM TTOHNVA OL JAVHH HOHONY -
d3A0D ® JAVY4 LHOILYILVM QYVANVLS d3LSVONVT 40 ALID \\

NOILVATTI WIY

‘A313 4A00714
dA 00l 3A08V 2

NOILVATTI LN3A

E

il I_\, | ,‘, N I W ,‘, :‘, |

\C/

«

S3FVA

\\w\ aiam

STANDARD DETAIL

VENTED MANHOLE

DATE: JANUARY 2008

DRAWN BY: WKD
SCALE: NONE




PROVIDE D..P. TO UN—
DISTURBED MATERIAL
(9° MINIMUM)

/ CONCENTRIC CONE

\< STANDARD PRECAST CONCRETE
\ ';»-V/MANHOLE, SEE DETAIL SS-3
.,P.\.’ /—M.J. TEE

SDR 21 PVC
STD. SEWER PIPE

DAM—1/2
PIPE DIA. \ 7 i
MAXIMUM DUCTILE IRON PIPE

" "|_—90" BEND

77
DROP PIPE TO BE %
SAME SIZE AS <
INFLUENT MAIN \/

\\

N
7
N

i ;?/ ks
© A D 2

R
AVAS CAAPAPNAAN

s
AGGREGATE BED
NO. 57 STONE

TRA
LS
//\\/ \UNDISTURBED

MATERIAL

DIP DROP PIPE SHALL BE ENCASED

IN CONCRETE AS SHOWN OR SHALL BE
STRAPPED TO MANHOLE WITH STAINLESS
STEEL STRAPS ON 4’ MAX SPACING WITH
STAINLESS STEEL ANCHOR BOLTS AND
ENCASED IN #57 STONE.

DATE: JANUARY 2008

DRAWN BY: WKD

STANDARD DETAIL

SCALE: NONE

STANDARD DROP MANHOLE

CONNECTION WITH CONCRETE
ENCASEMENT

CITY OF LANCASTER
LANCASTER COUNTY, S.C.

FILE
NO.

SS—4




SLOPE AWAY

4’ DIA. MANHOLE

| FROM RW
3 “x
NN NN NS,
NN SAISSSSESA
y 1” SHUT OFF VALVE
X
QUICK DISCONNECT ——_ [ 7] QUICK DISCONNECT
l~  COUPLING o COUPLING
Z| Ra g :
=0 SEWAGE AR RELEASE—— [ \ 2 /SOEQCKFLUSH
ol VALVE CRISPIN MODEL T 9
SL—20AB OR EQUAL / X ” -
i Q /. 1" BLOW-OFF
2" SHUT OFF —" “] — 2" TAP IN FLANGE
VALVE X ]
. : "1 —FLANGED TEE
2 — 6" DIA. DRAN—_ [’ 2
HOLES IN MANHOLE \| ] —D.I.P. FORCE MAIN
BASE il o
0 H }1 . - H 11 S
)] . s
/ 1 e \, =i s i
IR I A . ..
TRANSITION I :
COUPLING N ( “S—COMPACTED
(F REQD.) i NO. 57
20" MIN STONE
|
NOTES
1. INSTALL FORCE MAIN AT DEPTH TO SUIT MANHOLE.
2. VERIFY MANHOLE DEPTH REQUIRED WITH VALVE MANUFACTURER.
3. FORCE MAIN PIPE & FITTINGS SHALL BE D.LP. WITHIN MANHOLE.

DATE: JANUARY 2008

DRAWN BY: WKD

STANDARD DETAIL

CITY OF LANCASTER

SCALE: NONE

FORCE MAIN AIR RELEASE

VALVE AND MANHOLE

LANCASTER COUNTY, S.C.

FILE
NO.

SS-5
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CITY OF LANCASTER
LANCASTER COUNTY, S.C.

SS—-6

FILE
NO.

STANDARD DETAIL
STANDARD BEDDING DETAILS FOR
SANITARY SEWER

DATE: JANUARY 2008

DRAWN BY: WKD
SCALE: NONE




6'l JOLOV4 avOl
ONIQd3g dVINNVIO a3LIVJNOD

g SSV10

—— CNIW .¥) a v/1

ALISNId d0L00dd JUVANVLS %56
VIHALYN AVINNVEY, 3LIVJNOD
INOLS Q3IHSYM LG# ONIHONNYH

az/i
AN 9ONINCS

(SY¥3AVT .9 NI @3dWVL)
ALISNIA ¥0100¥d ANVANVLS %56
T4 XOvE d3LOVAWNOD ATINAI¥VD

‘NIN C1L

(¥0L00¥d "alS %56) ‘NN .2

CITY OF LANCASTER
LANCASTER COUNTY, S.C.

SS—7

FILE
NO.

STANDARD DETAIL
STANDARD BEDDING DETAIL FOR PVC

SANITARY SEWER PIPE

DATE: JANUARY 2008

DRAWN BY: WKD
SCALE: NONE


























































	SS-1

